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Abstract
This thesis presents the numerical analysis of three type condensers for desalination of seawater
system. The condensers that were analyzed were a finned tube condenser that was built in
Malaysia desalination plant, a cooling tube condenser in Jordan, and a common plate finned tube
condenser. The goal of the analysis is to observe the thermal performance parameters of a
condenser such as heat and mass transfer coefficient, surface effectiveness and condensate flow
rate. The parameters that were changed in the analysis were the face velocity of air, the water
velocity, and the number of rows of tubes. The numerical analysis was done based on basic heat
exchanger analysis using e-NTU method for a dry case, and using a j-factor correlation that was
developed by McQuiston for studying the wet case.
Results from the basic heat exchanger analysis showed the air humidity ratio profile and
temperature profile of air and water at the outlet of the condenser. The exit air temperature and
humidity ratio were inversely proportional to the length of the condenser, whereas the
temperature of the water at the outlet was proportional to the length of the condenser. Results
from the j-factor correlation method show that the heat and mass transfer coefficient of the
system increased when the number of rows of tubes, face velocity and water velocity increased.
Similarly, the analysis showed that the condensate flow rate was highly influenced by the face
velocity. In addition, the surface effectiveness was inversely proportional to the face velocity.
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Title: Collins Professor of Mechanical Engineering
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1. Introduction
In a solar-driven humidification-dehumidification desalination seawater system, there are
three main components which are a solar collector, a humidifier and a condenser. A condenser is
the final component of the system. It is a heat exchanger that condenses hot vapor into pure
water. Two typical and widely used condensers are cooling tubes and finned condensers. They
both have been used experimentally in a pilot and bench desalination system in Jordan and
Malaysia.
This thesis will numerically study the performance of a condenser by using heat exchanger
analysis, e-NTU method, for a dry case and also by using j-factor correlation for a wet case. The
goal of the study is to theoretically observe the thermal performance of the condenser such as
heat and mass transfer coefficients, surface effectiveness and condensate flow rate by controlling
face velocity of air and the water velocity. The numerical process will also predict the
temperature profile of the condenser and estimate the temperature output for a given inlet
specification of the condenser.
2. Nomenclature
Ac Cross sectional area (m2)
Ao Total heat transfer area (m2)
Afin Fin area (m2)
Afree Free flow area (m2)
Afront Heat exchanger frontal area (m2)
Atube Tube surface area (m2)
Cp, a Specific heat of air (kJ/kgK)
Di Tube inside diameter (m)
Dh Hydraulic diameter (m)
Do Tube outside diameter (m)
f Fanning friction factor
fh Fin height (m)
6 Fin thickness (m)
Gc Mass flux based on free flow area (kg/m2s)
had Heat transfer coefficient for dry side (W/m2 K)
haw Heat transfer coefficient for wet side (W/m2k)
hm Mass transfer coefficient (kg/m2s)
ifg Latent heat of water vapor
j Colburn j-factor
kair Thermal conductivity of air (W/mK)
ktube Thermal conductivity of tube (W/mK)
1 Tube length (m)
Le Lewis number
riha  Air mass flow rate (kg/s)
rih, Water mass flow rate (kg/s)
milwm Condensate flow rate (kg/s)
N Number of total tubes
P Perimeter (m)
Pr Prandtl number
pv Vapor pressure (Pa)
Po Atmospheric pressure (Pa)
qs Sensible heat transfer rate (W)
Rad Air Side dry thermal resistance (K/W)
Radfin Air Side dry thermal resistance with fin (K/W)
Raw Air-side wet thermal resistance (K/W)
ReD Reynolds number based on tube diameter
Rea Reynolds number based on fin thickness
Rtube Tube thermal resistance (K/W)
Rwater Water-side thermal resistance (K/W)
Sc Schmidt number
t Fin Thickness (m)
TaI Temperature of air at heat exchanger inlet (K)
Ta2 Temperature of air at heat exchanger outlet (K)
Tsa Tube wall temperature on the air side at the heat exchanger inlet (K)
Tsa2 Tube wall temperature on the air side at the heat exchanger outlet (K)
Tsw] Tube wall temperature on the water side at the heat exchanger inlet (K)
Tsw2 Tube wall temperature on the water side at the heat exchanger outlet (K)
Tw1  Temperature of water at heat exchanger inlet (K)
Tw2 Temperature of water at heat exchanger outlet (K)
U Overall heat transfer coefficient (W/m2K)
Uface Heat exchanger face velocity (m/s)
x Mass fraction (%)
Xa Tube longitudinal distance (m)
xb Tube transverse distance (m)
pa Density of air at heat exchanger inlet (kg/m 3)
Pa Dynamic viscosity of air at heat exchanger inlet (kg/ms)
Y Heat exchanger surface effectiveness
Heat exchanger efficiency
Wcal Humidity ratio of air at Tal (kg water/ kg air)
WOa2 Humidity ratio of air at Ta2 (kg water/ kg air)
(Osal Humidity ratio of air at Tsaj (kg water/ kg air)
-Osa2 Humidity ratio of air at Tsa2 (kg water/ kg air)
A Tim Log mean temperature difference (K)
AwJ, Log mean humidity ratio difference (kg water/kg air)
3. Analysis
Three different condensers were analyzed in this paper. Two of them were the existing
cooling condensers in desalination plants in Malaysia and Jordan [10]. Another condenser that
was analyzed was a basic finned tube condenser with multiple tubes.
Figure la shows the dehumidifier that was built in Malaysia. It was a 3 m long cylinder
made from galvanized steel plates with a diameter of 170 mm. It has ten longitudinal fins on the
outside surface and nine fins in the inside cylinder. The height of the fin was 50 mm and the
thickness was 1.0 mm. A 9.5 mm copper tube was attached to the condenser. The condenser is
fixed vertically in a 316 mm diameter PVC pipe. The condenser in Jordan [Figure lb] was built
from 2.0 x 1.0 m galvanized steel plates for the pilot plant. The tube is made of copper and it has
11 mm outside diameter and 18 m long. It as welded to a galvanized plate in a helical shape. The
condenser was fixed vertically in a rectangular conduit of the desalination unit.
Figure 2 shows the typical finned cooling tubes condenser that consists of multiple tubes
of water and several plate fins. There is cross flow interaction between the water and air. This
paper analyzed to type of finned cooling tubes which are 4 rows 15 fins per inch. Both
condensers were analyzed using the basic heat exchanger analysis with e-NTU method that is
explained in later in the paper. Due to complexity of geometrical shape and insufficient
information of the dimensions of both condensers, the wet condition analysis was not applied.
However, the wet condition analysis was still applied on the typical in order to determine the
important parameters that control the condenser performance.
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Figure 1: a) Finned tube circular condenser in Malaysia. b) Cooling tube condenser in Jordan.
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Figure 2: Plate Finned Tube Condenser.
3.1 Dry Case
A heat transfer coefficient of the condenser can be evaluated from the basic heat transfer
analysis with a resistance circuit diagram. Heat transfer mechanisms that were mainly involved
in the process are only convection and conduction while radiation is assumed to be negligible.
For a cooling tube condenser, the resistance circuit diagram is shown in Figure 3.
Rair Rtube Rwater
Figure 3: Resistance circuit diagram for cooling tube condenser.
The total heat resistance, Rtota, is calculated in Eqn. 1 below:
Rtotai = Rad + Rtube + Rwater (1)
The effective resistance consists of resistance of the air, Rair, the resistance of the condenser
wall, Rtube, and the resistance of the seawater, Rwater. All the resistances can be expressed as a
function of thermal conductivity of the condenser wall, k, or heat transfer coefficient, h as shown
in Eqns. 2, 3, and 4 below.
Raa = hairA
In (Do/Di)
27rktubelN
1
Rwater - hwaterA
hwaterA
In the Eqn. 2, since the condensers are enclosed in a rectangular and circular pipe, the heat
transfer coefficient at the air side of the condenser can found by using Nusselt number equation
of a forced flow in a pipe as shown in Eqn. 5 below.
() (ReD - 1000)Pr
1 + 12.7 (Pr 2/3 -1)
where the friction factor, f is,
(1.82 loglo ReD - 1.64)2
and the Reynolds number, ReD is defined in Eqn. 7,
ReD = PaUfaceDh
Re D =
The hydraulic diameter, Dh, of the passage of air side is expressed as below,
Dh =
4Ac
where for the finned tube circular condenser in Malaysia the hydraulic diameter depends on the
circular PVC pipe, whereas for the cooling tube condenser in Jordan its hydraulic diameter
depends on the rectangular passage of the air side. With the calculated Nusselt number, Nu, the
heat transfer coefficient for the air side can be obtained by using expression below.
Nukair
had = T
Previous work used Dittus-Boelter correlation for estimating the heat transfer coefficient at
the water side. However in this analysis, the correlation given by Wagnick (1995) [4] was used to
calculate the heat transfer coefficient of seawater. The heat transfer coefficient for sea water
inside tube is shown in Eqn. 10.
hwater = (3293.5 + Tw(84.24 - 0.1714T,) - x(8.471 + 0.1161x + 0.2716T))/
((6i/0.01727) 0 2)((0.656V)o. 8)(6i/So). (10)
The mass fraction of salt, x that was used in
fin tube condenser, the effect of the fin is taken
shown in Figure 4 below.
the analysis was estimated around 3.5 %. For a
into account into the total thermal resistance as
Rfn, Rfi, Rwater
Figure 4: Resistance circuit diagram for fin condenser.
In Figure 4, the resistance due to air only is replaced with the resistance of the air and fins
where the air resistance is now expressed as functions of heat transfer coefficient and surface
effectiveness of the fins as shown in Eqn. 11.
Radfin 
=- hairA
The surface effectiveness is defined as below,
(11)
(12)S= 1 -(1 - )AAo
where fin efficiency, qb can be calculated as,
and m is defined as,
For a finned tubes condenser, the effective resistance needs to consider for both tube surfaces
that have fins and without fins. Thus the effective thermal resistance of the fins is analogically
presented in parallel as shown in Figure 5, and it can be calculated using Eqn. 15.
Radfin Rtube Rwater
Figure 5: Resistance circuit is arranged in parallel for effective thermal resistance.
Reffective =
(Rad + Rtube + Rwater)(Radfin + Rtube + Rwater)
(Radfin + Rair + 2 Rtube + 2Rwater)
By knowing the effective thermal resistance of the system, the overall heat transfer
coefficient can be obtained from Eqn. 14 where it is expressed as a function of effective thermal
resistance and total area.
(16)
ReffectiveAo
tanh [ml]
ml
(13)
hP
m ktub
ktubeAc
(14)
(15)
Besides, other conditions of the condenser such as temperature outlet for the air and
water can be predicted by applying e-NTU relationships as shown in Eqns. 17, 18, 19 and 20
below.
UA R
NTU =- -
Cmin Cmin
1 - e - NTU( 1 - Ccr)
cond = 1 - Ccre-NTU(1
-Ccr)
(17)
(18)
Tair out = Tair in
Tair out
EcondCmin (Tair in - Twater in)
Chot
Twater in)
+ Twater in
With the predicted temperature profile across the length of the tube condenser, the humidity ratio
can be obtained by using Eqn. 21 below.
w = 0.622(- v) (21)
where the vapor pressure for each different temperature can be calculated from a given
correlation [1] below.
c1 = -5.8002206 x 103
c2 = 1.3914993
c3 = -4.8640239 x 10- 2
c4 = 4.1764768 x 10 - s
cs = -1.4452093 x 10-8
c6 = 6.5459673
(19)
EcondCmin(Tair in -
Ccold
(20)
C1 2 2 (22)p, = exp [T + 2 + 3T +C4 T++ C46 n(T)
For the dry condition analysis, the temperature profile of the condenser across the length
of the condenser as well as the air humidity ratio of the in the condenser is plotted. The analysis
of the temperature profile and can be used as a good rough approximation of the overall heat
transfer coefficient of the condenser, the temperature outlet of the air and water sides. This dry
condition analysis however can only be used with an assumption that no condensation occurs.
Section 3.1.1 and 3.1.2 give the detailed dimensions and inlet specification for both condensers
as used in the analysis.
3.1.1 Finned tube condenser (Malaysia)
Air flowing into the PVC
pipe
Air
Tal = 50 C
Cair, = 1007.2 J/kgK
m,ir = 0.06 kg/s
Pair = 1.006 x 10-5 kg/ms
Pair = 0.0336 kg/m 3
kair =0.01901 W/mK
P = 103 kPa
P,= 0.01055MPa
Uface = 0.5 - 6 m/s
Dh = 0.316 m
Fins
10 rectangular fins
thickness, t = 1 mm
width, w = 50 mm
ktube = 378 W/mk
316 mm
Water
Water flowing into the
small tube
T2 ?
CO)a2 ?
T,w = 10 C
Cwater =4023.2 J/kgK
mwater = 0.03 kg/s
Vwater = 0.5 - 6 m/s
l water = 1.199 x 10 -3 kg/ms
Pwater = 1022 kg/m 3
kwaer, = 0.5944 W/mK
Figure 6: Finned tube circular condenser in Malaysia with inlet condition of water and air.
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3.1.2 Cooling Tube condenser (Jordan)
Air
Tal = 50 C
Cair = 1007.2 J/kgK
mair = 0.06 kg/s
Pair= 1.006 x 105 kg/ms
Pair = 0.0336 kg/m3
kair =0.01901 W/mK
P = 103 kPa
P,= 0.01055MPa
Uface = 0.5 - 6 m/s
Dh = 0.667 m
7w2 ?
I
I
I
Air flowing into the
rectangular conduit
\7 V
_ 111 .
1. Om
Ta2 ?
C)a2 ?
Tube specification
Length, l = 18 m
Diameter, Do = 11 m
ktube = 378 W/mK
t
I
I
Water flowing into
the small tube
Water
Tw- = 10 C
Cwater =4023.2 J/kgK
mwater = 0.03 kg/s
Vwater = 0.5 - 6 m/s
Pwater = 1.199 x 10-3 kg/ms
Pwater = 1022 kg/m3
kwater = 0.5944 W/mK
Figure 7: Cooling tube condenser in Jordan with inlet condition of water and air
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3.2 Wet case
For the wet condition analysis, where condensation occurred on the wall surface of the
condenser, the basic heat exchanger analysis which was shown previously cannot be used to
analyze the process. To better approach the wet condition problem of the condenser, the
combined effect heat and mass transfer process need to be taken into account. A film layer and
droplets of condensed water were formed on the surface of the fins. Thus, the overall heat
transfer coefficient was expected to be changed. The resistance of the conduction of the tube wall
and the convection of the water were calculated similar to dry cases as shown previously.
However the resistance of the air side was found differently as the latent heat of condensation
was considered in the fin surface effectiveness. The heat transfer coefficient of the air for wet
condition, haw is estimated using the latent-j factor correlation for sensible heat developed by
McQuiston [6,7].
-0.15
js = 0.00014 + 0.2618ReD0 .4 ( A) (23)fs(6)
Here, the fanning friction factors for three different conditions are expressed below.
fdry = 1.0
fdropwise = (0.90 + 4.3 x 10-5Re1.25)
-1
Y- t)
ffilmwise = 0.84 + 4.0 x 10-5Re1.25
To calculate the Reynolds number, Re
are used.
and area ratio, A/Atb in the fanning -factor, Eqns. 27 - 29
ReD = GcD
Re6
A
Atb
Gci
based on tube outer diameter
based on tube fin spacing
4 X a Xb
T Dh D'
(24)
(25)
(26)
(27)
(28)
(29)
where the mass flux, Gc is defined as Eqn. 30 below.
PaAfront Uace (30)
Afree
The latent-j correlation can be used to estimate three different conditions, dry, dropwise and film
wise condensation. The heat transfer dimensionless parameter is used to find the heat transfer, ha
and mass transfer coefficient, hm,a of the air side by using expression below.
ha p r 3  (31)GcCp,a a
h= SC3 (32)
With the heat transfer coefficient obtained for the air side, the overall heat transfer
coefficient can be obtained by using Eqn. 16 where the new heat transfer coefficient for wet
surface, haw is replaced in the equation for the air side, and the surface effectiveness is
approximated around 0.9 before the actual surface effectiveness calculation that would be shown
later. The exit temperature of air, Ta2 and water Tw2 was estimated by using energy balanced for
sensible heat below [6].
is = mlhacp(Tal - Ta2 ) = UAo(LMTD) (33)
(Tal - Ta2 ) - (T 1w - Tw2) (34)LMTD =
In ( (Tal - Ta2)
\(Twl - Tw2)/
By knowing the inlet conditions such as temperature of the water and air, a double iteration
process can be applied by using a computer program that is more complex such as Matlab
instead of using MathCad in previous calculation. Later, the wall temperature for air and water
side is obtained using Eqn. 35 and Eqn. 36.
Twl - Tsw1
Rwater
Tsw - Tsai
Rtube
Tsai - Tal
Rair
(35)
and for the outlet condition,
Tw 2 - Tsw2
Rwater
Tsw 2 - Tsa2
Rtube
Tsa2 - Ta2
Rair
(36)
After obtaining every temperature condition, the humidity ratio of air, wo can be obtained by
using Eqn. 21 and Eqn. 22 as previously shown in dry condition section. When the estimated
temperature and humidity ratio outlet are found, the surface effectiveness of the fins was
calculated again by using Eqn. 12. Nevertheless, the new value of M this time takes in to account
the effect of the latent heat of condensation of water vapor on the wall. The efficiency of fins is
defined in terms of the in terms of fin height and new M as shown below.
tanh [Mfh]
Mfh
(37)
The value of M [6] is no longer a constant because it depends on the humidity ratio on the wall
and the latent heat of vaporization. Eqn. 38 shows the expression of M,
(38)M2 = 2ha Cifg
\ktubet/( + Cp,aLe 2 /3,
where in this analysis, Le = 1 as the heat and mass transfer was assumed to be unity. The C is
constant [7] which was calculated below,
(39)C = 1 + C 2
2
where,
C0al - osal a2 - sa2(40)
Tal - Tsal Ta2 - Tsa2
The new value of surface effectiveness can replace the assumption value in the overall heat
transfer equation. Thus the iteration process of Eqn. 33 can be repeated again to find the new
value of temperature outlet. The process of finding surface effectiveness and temperature outlet
can be repeated until both values agree. Since the condensate flow rate the condensate mass
cannot be obtained experimentally, it was estimated by using Eqn. 41 below
thwm = Aorlhm,a(Aom) (41)
where log mean humidity ratio difference, Aolm is defined as follows.
Aim - -sa) (Da2 - Osa2)2)
laca2 COsa2
Section 3.2.1 gives the details of the plate-fined-tube condenser that was used in the wet
condition analysis as well as the water and air inlet specification. The effects of varying air face
velocity, Uface on the surface heat transfer coefficient, surface effectiveness and condensate flow
rate were observed. In addition, the velocity of the air as well as the temperature inlet was also
examined in this analysis.
3.2.1 Plate-Finned-tube cone
Air
Tal = 50 C
Cai, =1007.2 J/kgK
mair = 0.06 kg/s
Pai
, 
= 1.006 x 10-'kg/ms
Pair = 0.0336 kg/m 3
k,, =0.01901 W/mK
denser a
P 10
CO
= 103 kPa
v= 0.01055MPa
,ace 0.5 -6 m/s
Side View
Figure 8: Plate finned tube condenser with inlet condition of air and water
Table 1: Dimensional parameters for the 4 row and 5 row finned tube condenser
Xa
OoO0
oO
o i
0 0
Front View
P
PT
1L
Xb
Parameter 4- Rows 5-Rows
Tube outside Diameter (m) 0.00819 0.00819
Streamwise tube distance, Xa (m) 0.01588 0.01588
Transverse tube distance, Xb (m) 0.02540 0.02540
Fin Thickness, ft (m) 0.00013 0.00013
Fin Spacing, fs (m) 0.00169 0.00169
Equivalent Fin height, fh (m) 0.00940 0.00940
Frontal Area, Afront (m) 0.16645 0.20806
Free Flow Area, Afre (m) 0.10031 0.13056
Ratio of Free Flow to Frontal Area 0.60262 0.62750
Tube Surface Area, Atube (m2)  0.67112 1.07485
Fin Surface Area, Ann (m2) 10.8655 11.3296
Total Effective Area, Ao (m2) 11.5366 12.4044
Hydraulic Diameter, Dh (m) 0.00221 0.00334
Water
T, = 10 C
Cwater =4023.2 J/kgK
mwater = 0.03 kg/s
Vwater = 0.5 - 6 m/s
Uwater = 1.199 x 10-3 kg/ms
- Pwater = 1022 kg/m3
kwater = 0.5944 W/mK
4. Results
4.1 Dry Condition Analysis
4.1.1 Finned Tube Circular Condenser (Malaysia)
Figure 9a and 9b below show the temperature profile of the finned tube circular condenser
for both air and water sides across the height which is 3m.
Length (m) Length (m)
Figure 9: a) Temperature profile of exit air along the height. b) Temperature profile of exit water in
terms of the height of the condenser.
In Figure 9a, the curve shows that the temperature of the air decreases along the height. The
air temperature at the exit was estimated to be 21.3 C. For the water, Figure 9b shows that the
temperature of the water increases till it achieve approximately 13.80 C at the exit temperature.
The estimated temperature at every point of length was used to find the humidity ratio profile.
Figure 10 below shows the humidity ratio profile along the height of the condenser.
. 0.04-
0.02-
0
0 0.6 1.2 1.8 2.4 3
Length (m)
Figure 10: Humidity ratio profile for finned tube circular condenser (Malaysia)
The graph shows that the humidity ratio of air decreases along the circular condenser.
The decreasing value of humidity ratio shows that there was some water from the air was
condensed during the cooling process. This dry analysis could not predict the condensed water
flow rate. It, however, gives some rough approximation of how much humidity ratio at the exit
condenser how much possible water has been extracted along the height. The humidity ratio at
the air outlet was estimated around 0.015.
4.1.2 Cooling Tube condenser (Jordan)
Figure 1 la and 1 lb below show the temperature profile of the cooling
(Jordan) for both air and water sides along the length of the tube which is 19.2m
tube condenser
8 12 16
15.6
15.2r
151 I I I I
0 4 8 12 16
Length (m)
the length. b) Temperature profile of exit water in
8I I I
I I I I
nrI I I I
0 4
Length (m)
Figure 11: a) Temperature profile of exit air along
terms of the length of the cooling tube condenser.
0'J1
The graph in Figure 11 a shows that the air temperature decreases almost linearly with the
length of the tube. The temperature drop however is really small since the exit air temperature
was only around 43.8oC. The curve in figure 4b shows that the water temperature increases as the
water travels along the cooling tubes. The exit temperature was predicted to be around 15.7 'C.
This cooling tube condenser has much lower temperature drop compared to the finned tube
condenser. The lower temperature drop was expected to happen because the effect of not having
fins. Without fins, the cooling process is much less efficient. As a result the exit temperature of
both air and water do not change significantly from their inlet temperature. This result explains
that the effect of having fins may give significant improvement to the performance of the
condenser in cooling down the air and possibly condensing more water from the air. The
temperature of each point of the length was used to find the humidity ratio of the air. Figure 12
below shows the humidity ratio profile along the length of the cooling tubes.
0.08
0.07
0.06
0.05
0 4 8 12 16
Figure 12: Humidity ratio profile
Length (m)
for cooling tube condenser (Jordan)
The humidity ratio curve is decreasing along the length as the air temperature decreasing.
The humidity ratio at the exit of the cooling tubes was estimated around 0.058 which was
slightly higher compared to the humidity ratio at the exit of the finned tube circular condenser
(Malaysia). This was expected since the temperature of air at the tube outlet was higher than the
one of the Malaysia condenser.
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4.2 Wet Condition Analysis
4.2.1 Finned Tube Condenser with multiple tubes
The wet condition analysis discovered the effect of face velocity on the j-factor, air heat
transfer coefficient, surface effectiveness and condensate flow rate that would be presented in
graphs below. The analysis also studied the influence of water velocity to the overall heat
transfer coefficient. Figure 13 shows the j-factor for at three different conditions, dry, filmwise
and dropwise condensation for 4 rows and 5 rows plate finned tube condenser. Figure 14 shows
the air heat transfer coefficient that was obtained from the j-factor correlation.
. 4 rows dry
* -
4 rows dropwise
0,016 - -. 4 rows filmwise
+ 5 rows dry
x 5 rows dropwise
0014- 0 5 rows filmwise
0.014
0.008
0000rc 0.0 1 2 3
Face Velocity (ms)
4 5 6
Figure 13: j-factor at
configuration.
100-
90-
S70
aD
60
30
configuration. I-
configuration.
three conditions: dry, dropwise and filmwise for 4 rows and 5 rows tubes
3
Face Velocity (m/s)
three conditions: dry, dropwise and filmwise for 4 rows and 5 rows tubes
In Figure 13, the j-factor for each different condition decreases as the air face velocity
increases. In Figure 14, all the curves show increment as the face velocity increases. The plotted
curves for 5 rows configuration has a slightly 2.5% larger heat transfer coefficient value than the
4 rows configuration. The graph also shows that for dry condition the heat transfer coefficient is
relatively higher compare to the heat transfer coefficient of the dropwise and filmwise
conditions. This might be true since because the droplets and film layer that were form on the
condenser wall during condensation have increased the thermal resistance on the air side.
Subsequently, the effect of mass transfer decreases the heat transfer coefficient of the air. The
heat transfer coefficient of the dropwise case seemed lower than of the filmwise condition. This
might be because of the non uniform water droplets formed that created heat transfer variation
accros the surface area. Nevertheless, the difference between the heat transfer coefficient of the
dropwise and filmwise condition was still very small with 0.98% difference. The effect of the
face velocity on the mass transfer coefficient was also studied. Figure 8 below shows the mass
transfer coefficient vs. the face velocity of the water for both 4 rows and 5 rows.
0.12
0.11 - 4 rows dropwise
0 1
0.09
., 0.08
E 0.07
S0.06
C:
, 0.05
I,
2 ,
U.4 -
0.03
0.02
0 1 2 3 4 5 6
Face Velocity (m/s)
Figure 15: Mass transfer coefficient versus
and 5 rows configuration.
face velocity at dropwise and filmwise condtion for 4 rows
Figure 15 explains that the mass transfer coefficient for every condition increases as the face
velocity increases. Like heat transfer curves, the mass transfer coefficient curves of five rows
configuration are slightly larger than of the four rows configurations. The difference between the
dropwise and filmwise conditions was also small with less than 1 % percentage difference. Later,
Figure 16 below shows the effect of water velocity on the overall heat transfer coefficient.
- - -4 rows filmwise
x 5 rows dropwise
0 5 rows filmwise
E
k
I
42
...... rows dry
40 - - 4 rrows dropwise
- -- 4 rows filmwise
38 -
36
34
30
28 I
0 1 2 3 4 5 6
Water Velocity(m/s)
Figure 16: Overall heat transfer coefficient versus water velocity curves for dry, dropwise and filmwise
conditions. ( at 4 rows configuration and Uf,e = 3 m/s )
Figure 16 shows that the overall heat transfer coefficient of the system increases as the
velocity of water increases. This was true due to the fact that the heat transfer coefficient of
water was increased. The heat transfer coefficient increase quite linearly at the beginning before
the increment slows down after about 2 m/s of water velocity. Again, this graph clearly shows
that the dry condition has a better heat transfer coefficient since for dropwise and filmwise
condition, an extra thermal resistance layer was formed and reduced the heat transfer coefficient.
Besides the water velocity effect on the overall heat transfer coefficient, the face velocity of
water has also affected the surface effectiveness of the fins. Figure 17 below shows the effect of
face velocity of air on the surface effectiveness.
1 2 3
Face Velocity(m/s)
4 5 6
Figure 17: Surface effectiveness versus face velocity of air for 4 rows dropwise and filmwise conditions.
In Figure 17, the graph shows that for both dropwise and filmwise condition, the surface
effectiveness decreases as the face velocity increases. The dropwise condition has slightly higher
surface effectiveness than the filmwise condition has. The condensate flow rate also really
depends on the face velocity of the air. Figure 18 shows the effect of face velocity on the
condensate flow rate.
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Figure 18: Condensate flow rate versus face velocity of air for dropwise and filmwise conditions.
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Condensate flow rate versus face velocity of air curve shows that the condensate increases
steadily as the face velocity of air increases until it reaches the peak value of the curve which is
around 0.0048 kg/s at 4.6 m/s of face velocity. Then, the condensate flow rate curve slowly
decreases and it was expected that the value of condensate flow rate could decrease almost to
zero when the velocity of air is really high. The dropwise condition has slightly larger value for
condensate flow rate since it has better mass and heat transfer coefficient. Nevertheless the
difference is significantly small which less than 4.7 %.
5. Summary and Discussion
The numerical analysis by using simple heat exchanger and e-NTU method for the dry
condition of both finned tube condenser and cooling tubes predicted the temperature profile and
humidity ratio profile of the condenser along the height of the condenser. The analysis could be a
good estimation of air and water temperature at the condenser outlet. Although both condenser
quite different in geometrical designs, the analysis somewhat shows that a condenser that has
fins, performed better in thermal reaction especially in cooling process. Nevertheless, the dry
analysis using the basic heat exchanger analysis was not able to comprehensively study the
performance of a condenser.
The wet condition analysis on the plate-finned-tube condenser has provided with a lot of
useful information on the parameters that influenced the performance of the condenser. Using j
factor correlation, the analysis was able to study the effect of face velocity of air on heat and
mass transfer coefficient, surface effectiveness and condensate flow rate. It also studies the effect
of water velocity on the overall heat transfer coefficient of the system. As the face velocity of air
increases, the heat and mass transfer coefficients of the system increases. Nevertheless, the
surface effectiveness decreases as the face velocity increases. Another important point was that
the overall heat transfer coefficient could be increased when the water velocity is increased. In
addition, the 5 rows configuration for a plate finned tube condenser performed slightly better
than the 4 rows configuration in terms of having better heat and mass transfer coefficients. This
numerical analysis however might be prone to significant uncertainty since the process of finding
the temperature outlet was based on calculation and reiteration process. Nevertheless, it is still a
good approximation that can be used to compare with any experimental analysis.
6. Conclusions
In conclusion, numerical analysis using basic heat exchanger method and j-factor correlation
method has found that face velocity of air, water velocity, number of rows of tube were some of
the important parameters that control the performance of a condenser. An increase in number of
rows, face velocity of air and water velocity can increase the heat and mass transfer coefficient.
Nevertheless the surface effectiveness decreases when the face velocity increases. The numerical
also shows that the condensate flow rate achieve its peak at certain value of face velocity before
it decreases. With all the known important parameters, one could predict the heat transfer
coefficient for a certain velocity and estimate how much amount of water that could be
condensed with the condenser. This numerical estimation can still be improved in the future.
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